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Dear Mr. Thayne: 

On September 4, 2015, a Facility Fire Safety and Construction survey was conducted at Safe 
Haven Care Center of Pocatello by the Department of Health & Welfare, Bureau of Facility 
Standards to determine if your facility was in compliance with State Licensure and Federal 
participation requirements for nursing homes participating in the Medicare and/or Medicaid 
programs. This survey found that your facility was not in substantial compliance with Medicare 
and Medicaid program participation requirements. This survey found the most serious deficiency 
to be a widespread deficiency that constitutes no actual hann with potential for more than 
minimal hatm that is not imniediate jeopardy, as documented on the enclosed CMS-2567, 
whereby significant corrections are required. 

Enclosed is a Statement of Deficiencies and Plan of Correction, Form CMS-2567, listing 
Medicare and/or Medicaid deficiencies. If applicable, a similar State Fom1 will be provided -
listing licensure health deficiencies. In the spaces provided on the right side of each sheet, answer 
each deficiency and state the date when each will be completed. Please provide ONLY ONE 
completion date for each federal and state tag in column (X5) Completion Date to signify when 
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you allege that each tag will be back in compliance. NOTE: The alleged compliance date must 
be after the "Date Survey Completed" (located in field X3) and on or before the "Oppmiunity to 
Conect" (listed on page 2). After each deficiency has been answered and dated, the administr·ator 
should sign the Statement of Deficiencies and Plan of Conection, CMS-2567 Form in the spaces 
provided and retum the originals to this office. If a State Form with deficiencies was issued, it 
should be signed, dated and returned along with the CMS-2567 Fmm. 

Yom Plan of Conection (PoC) for the deficiencies must be submitted by September 28, 2015. 
Failure to submit an acceptable PoC by September 28, 2015, may result in the imposition of 
civil monetmy penalties by October 17,2015. 

Your PoC must contain the following: 

• What corrective action(s) will be accomplished for those residents found to have been 
affected by the deficient practice; 

• How you will identify other residents having the potential to be affected by the same deficient 
practice and what corrective action(s) will be taken; 

• What measures will be put into place or what syste1nic changes you will make to ensure that 
the deficient practice does not recur; 

• How the corrective action(s) will be monitored to ensure the deficient practice will not recur, 
i.e., what quality assurance program will be put into place; and, 

• Include dates when corrective action will be completed. 

• The administrator must sign and date the first page of both the federal survey report, Fmm 
CMS-2567 and the state licensure survey report, State Form. 

All references to federal regulatory requirements contained in this letter are found in Title 42, 
Code of Federal Regulations. 

Remedies will be recommended for imposition by the Centers for Medicare and Medicaid 
Services (CMS) if your facility has failed to achieve substantial compliance by October 8, 2015, 
(Opportunity to Conect). Infmmal dispute resolution of the cited deficiencies will not delay the 
imposition of the enforcement actions recommended (or revised, as appropriate) on October 8, 
2015. A chmge in the seriousness of the deficiencies on October 8, 2015, may result in a 
change in the remedy. 
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The remedy, which will be recommended if substantial compliance has not been achieved by 
October 8, 2015, includes the following: 

Denial of payment for new admissions effective December 4, 2015. 
42 CFR §488.417(a) 

If you do not achieve substantial compliance within three (3) months after the last day of the 
survey identifYing noncompliance, the CMS Regional Office and/or State Medicaid Agency must 
deny payments for new admissions. 

We must recommend to the CMS Regional Office and/or State Medicaid Agency that your 
provider agreement be terminated on March 4, 2016, if substantial compliance is not achieved 
by that time. 

Please note that this notice does not constitute formal notice of imposition of alternative 
remedies or termination of your provider agreement. Should the Centers for Medicare & 
Medicaid Services determine that termination or any other remedy is warranted, it will 
provide you with a separate formal notification of that determination. 

If you believe these deficiencies have been conected, you may contact Mark P. Grimes, 
Supervisor, Facility Fire Safety and Constmction, Bureau of Facility Standards, 3232 Elder 
Street, PO Box 83720, Boise, ID 83720-0009, Phone#: (208) 334-6626, Fax#: (208) 364-1888, 
with your written credible allegation of compliance. If you choose and so indicate, the PoC may 
constitute your allegation of compliance. We may accept the written allegation of compliance 
and presume compliance until substantiated by a revisit or other means. In such a case, neither 
the CMS Regional Office nor the State Medicaid Agency will impose the previously 
recommended remedy, if appropriate. 

If, upon the subsequent revisit, your facility has not achieved substantial compliance, we will 
recommend that the remedies previously mentioned in this letter be imposed by the CMS 
Regional Office or the State Medicaid Agency beginning on September 4, 2015, and continue 
until substantial compliance is achieved. Additionally, the CMS Regional Office or State 
Medicaid Agency may impose a revised remedy(ies), based on changes in the seriousness of the 
non-compliance at the time of the revisit, if appropriate. 

In accordance with 42 CFR §488 .3 31, you have one opp01tunity to question cited deficiencies 
through an informal dispute resolution process. To be given such an opportunity, you are 
required to send your written request and all required information as directed in Informational 
Letter #2001-10. Info1mational Letter #2001-10 can also be found on the Intemet at: 
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http:/!healthandwelfare.idaho.gov/Providers/ProvidersFacilities/StateFederalPrograms/NursingFa 
cilities/tabid/434/Default.aspx 

Go to the middle of the page to Information Letters section and click on State and select the 
following: 

BFS Letters (06/30/11) 

2001-10 Long Term Care Informal Dispute Resolution Process 
2001-10 IDRRequest Form 

This request must be received by September 28, 2015. If your request for infonnal dispute 
resolution is received after September 28, 2015, the request will not be granted. An incomplete 
infmmal dispute resolution process will not delay the effective date of any enforcement action. 

Thank you for the courtesies extended to us during the survey. If you have any questions, please 
contact us at (208) 334-6626. 

Sincerely, 

11 
Mark P. Grimes, Supervisor 
Facility Fire Safety and Constmction 

MPG/lj 
Enclosures 
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(X4) ID I SUMMARY STATEMENT OF DEFICIENCIES I 
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TAG I OR LSC IDENTIFYING INFORMATION) I 

K 000' INITIAL COMMENTS 

The facility is a single story, type V(111) 
construction with a large basement. The facility 
was originally built/completed in 1970. A 
refurbishment was completed in 2000 with a 
further renovation/expansion that was completed 
in October, 2014. It is fully sprinklered and has 
complete smoke detection in corridors and open 
spaces. Currently it is licensed for 84 SNF/NF 
beds. 

The following deficiencies were cited during the 
annual fire/life safety survey conducted on 
September 3 and 4, 2015. The facility was 
surveyed under the LIFE SAFETY CODE, 2000 
Edition, Existing Health Care Occupancy, in 
accordance with 42 CFR 483.70. 

The Survey was conducted by: 

Sam Burbank 
Health Facility Surveyor 
Facility Fire Safety and Construction 

K 018 NFPA 101 LIFE SAFETY CODE STANDARD 
SS=F 

Doors protecting corridor openings in other than 
required enclosures of vertical openings, exits, or 
hazardous areas are substantial doors, such as 
those constructed of 1% inch solid-bonded core 
wood, or capable of resisting fire for at least 20 
minutes. Doors in sprinklered buildings are only 
required to resist the passage of smoke. There is 
no impediment to the closing of the doors. Doors 
are provided with a means suitable for keeping 
the door closed. Dutch doors meeting 19.3.6.3.6 
are permitted. 19.3.6.3 

Roller latches are prohibited by CMS regulations 
in all health care facilities. 

ID I 
PREFIX 

PROVlDER'S PLAN OF CORRECTION 
(EACH CORRECTIVE ACTION SHOULD BE 

CROSS-REFERENCED TO THE APPROPRIATE 
DEFICIENCY) 

TAG I 

I 
KOOO L 

Co1s 

K018 

11- Doors to rooms 3, 8, & 12 were 
repaired and are latching while 
closed. 

[

- All doors were checked in the 
facility and are working 
properly. 

[

- A monthly audit of all facility 
doors will be performed by 
maintenance in perpetuity. 

Results of audits will be brought 
to the monthly QAmeeting for 
review. 

- Compliance date: 10116/15 

TITLE 

(XS) 
COMPLETION 

DATE 

(X6) DATE 

sterisk (*) denotes a deficiency which the institution may be excused from correcting providing it is determined that 

FORM CMS-2567(02-99) Previous Versions Obsolete 

For nursing homes, the above findings and plans of correction are disdosab!e 14 
Jf defidencies are cHed, an approved plan of correction is requisite to continued 

JOEI21 If continuation sheet Page 1 of 30 
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K 018

1 

Continued From page 1 

I 

This Standard is not met as evidenced by: 
Based on observation and operational testing, the 
facility failed to ensure that resident room doors 
would latch. Failure of resident room doors 
latching could allow smoke and dangerous gases 
to pass freely affecting egress during a fire event 
and hinder the ability to defend in place. This 
deficient practice affected 38 residents, staff and 
visitors in 2 of 6 smoke compartments on the 
date of the survey. The facility is licensed for 84 
SNF/NF beds and had a census of 83 on the day 
of the survey. 

Findings include: 

During the facility tour conducted on September 
3, 2015 from 10:30 AM to 4:30PM, observation 
and operational testing of resident room doors 
revealed that doors 3, 8 and 12 in the Cape 
Hatteras to Cape Elizabeth corridor would not 
latch when closed. 

Actual NFPA standard: 

19.3.6.3.2* 
Doors shall be provided with a means suitable for 
keeping the door closed that is acceptable to the 
authority having jurisdiction. The device used 
shall be capable of keeping the door fully closed if 
a force of 5 lbf (22 N) is applied at the latch edge 
of the door. Roller latches shall be prohibited on 
corridor doors in buildings not fully protected by 

FORM CMS-2567(02-99) Previous Versions Obsolete 

K 018 
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an approved automatic sprinkler system in 
accordance with 19.3.5.2. 
Exception No. 1: Doors to toilet rooms, 
bathrooms, shower rooms, sink closets, and 
similar auxiliary spaces that do not contain 
flammable or combustible materials. 
Exception No. 2: Existing roller latches 
demonstrated to keep the door closed against a 
force of 5 lbf (22 N) shall be permitted to be kept 
in service. 

K 029.
1 

NFPA 101 LIFE SAFETY CODE STANDARD 
SS=D 

One hour fire rated construction (with % hour 
fire-rated doors) or an approved automatic fire 
extinguishing system in accordance with 8.4.1 
and/or 19.3.5.4 protects hazardous areas. When 
the approved automatic fire extinguishing system 
option is used, the areas are separated from 
other spaces by smoke resisting partitions and 
doors. Doors are self-closing and non-rated or 
field-applied protective plates that do not exceed 
48 inches from the bottom of the door are 
permitted. 19.3.2.1 

This Standard is not met as evidenced by: 
Based on observation, operational testing and 
interview, the facility failed to ensure that 
hazardous area doors were self-closing and resist' 
the passage of smoke. Failure to secure 
hazardous areas with self-closing doors could 
allow smoke and dangerous gases to pass into 
corridors affecting egress during a fire event. This 
deficient practice affected staff and vendors of 
the main Kitchen and the Laundry on the date of 
the survey. The facility is licensed for 84 SNF/NF 
beds and had a census of 83 on the day of the 
survey. 

.N 029 

1 

K 029 

The doors leading into the kitchen, 
latmdry room, and laundry chute 
have been repaired and self-close. 
The bucket propping open the door 
was removed. The laundry staff 
were in-serviced regarding placing 
items in front of the door in the 
laundry room. 

2 All self-closing doors have been 
checked to ensure they are working 
properly. 

3 A monthly audit will be performed 
on all facility doors to ensure they 
are self-closing by the maintenance 
department. 

4 A review of the audits will be 
completed in the monthly QA 
meeting. 

5 Compliance date: 1 0/16/15 

(X5) 
COMPLETION 

DATE 
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Findings include: 

1) During the facility tour conducted on 
September 3, 2015 from 10:30 AM to 4:30PM, 
observation and operational testing of the doors 
into the main Kitchen from the corridor, 
demonstrated 1 of 2 doors would not self-close 
when activated. Further observation revealed this 
door was dragging on the floor, stopping 
approximately two (2) feet before engaging the 
latch or doorstop. 

2) During the facility tour conducted on 
September 3, 2015 from 10:30 AM to 4:30 PM, 
observation and operational testing of the door to 
the Soiled Linen room in the Laundry revealed it 
would not self-close. Further inspection 
demonstrated it was dragging on the floor and the 
doorframe when activated. 

3) During the facility tour conducted on 
September 3, 2015 from 10:30 AM to 4:30PM, 
observation of the door into the main Laundry 
revealed it was held open by a bucket. 

4) During the facility tour conducted on 
September 3, 2015 from 10:30 AM to 4:30PM, 
observation and operational testing of the 
Laundry chute door revealed that when activated, 
the installed metal door did not fully close or latch 
to the frame, leaving an approximately 1/2" inch 
gap between the door face and the door stop. 
Further inspection revealed this door was a single 
sheet of metal, not equipped with a seal or 
self-closing device. 

When asked about these findings, the 
Maintenance Supervisor stated he was aware of 
the requirements for hazardous area doors being 

FORM CMS-2567(02-99) Previous Versions Obsolete 

ID 
PREFIX 

TAG 

K 029 

PROVIDER'S PlAN OF CORRECTION 
(EACH CORRECTIVE ACTION SHOULD BE 

CROSS-REFERENCED TO THE APPROPRIATE 
DEFICIENCY) 

, {X5) 
: COMPLETION 
I DATE 
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self-closing. 

Actual NFPA standard: 

Findings 1-4 
3.3.13.2 Area, Hazardous. I 
An area of a structure or building that poses a 
degree of hazard greater than that normal to the 
general occupancy of the building or structure, 
such as areas used for the storage or use of 
combustibles or flammables; toxic, noxious, or 
corrosive materials; or heat-producing 
appliances. 

19.3.2 Protection from Hazards. 
19.3.2.1 Hazardous Areas. 
Any hazardous areas shall be safeguarded by a 
fire barrier having a 1-hour fire resistance rating 
or shall be provided with an automatic 
extinguishing system in accordance with 8.4.1. 
The automatic extinguishing shall be permitted to 
be in accordance with 19.3.5.4. Where the 
sprinkler option is used, the areas shall be 
separated from other spaces by smoke-resisting 
partitions and doors. The doors shall be 
self-closing or automatic-closing. Hazardous 
areas shall include, but shall not be restricted to, 
the following: 
(1) Boiler and fuel-fired heater rooms 
(2) Central/bulk laundries larger than 100 ft2 (9.3 
m2) 
(3) Paint shops 
(4) Repair shops 
(5) Soiled linen rooms 
(6) Trash collection rooms 
(7) Rooms or spaces larger than 50 fl2 (4.6 m2), 
including repair shops, used for storage of 
combustible supplies and equipment in quantities 
deemed hazardous by the authority having 
jurisdiction 

FORM CMS-2567(02-99) Previous Versions Obsolete 
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K 029 · Continued From page 5 
(8) Laboratories employing flammable or 
combustible materials in quantities less than 
those that would be considered a severe hazard. 
Exception: Doors in rated enclosures shall be 
permitted to have nonrated, factory- or 
field-applied protective plates extending not more 
than 48 in. (122 em) above the bottom of the 
door. 

Finding 4 

19.3 PROTECTION 
19.3.1 Protection of Vertical Openings. 
19.3.1.1 
Any vertical opening shall be enclosed or 
protected in accordance with 8.2.5. Where 
enclosure is provided, the construction shall have 
not less than a 1-hour lire resistance rating. 
Exception No. 1: Unprotected vertical openings 
in accordance with 8.2.5.8 shall be permitted. 
Exception No. 2: Exception No. 1 to 8.2.5.6(1) 
shall not apply to patient sleeping and treatment 
rooms. 
Exception No. 3: Multilevel patient sleeping areas 
in psychiatric facilities shall be permitted without 
enclosure protection between levels, provided 
that all the following conditions are met: 
(a) The entire normally occupied area, including 
all communicating floor levels, is sufficiently open 
and unobstructed so that a lire or other 
dangerous condition in any part is obvious to the 
occupants or supervisory personnel in the area. 
(b) Egress capacity is sufficient to provide 
simultaneously for all the occupants of all 
communicating levels and areas, with all 
communicating levels in the same fire area being 
considered as a single floor area for purposes of 
determination of required egress capacity. 
(c) The height between the highest and lowest 
finished floor levels shall not exceed 13ft (4 m); 

ID 
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PROVIDER'S PLAN OF CORRECTION 
{EACH CORRECTIVE ACTION SHOULD BE 

CROSS-REFERENCED TO THE APPROPRIATE 
DEFICIENCY) 
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COMPLETION 
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the number of levels shall not be restricted. 
Exception No. 4: Unprotected openings in 
accordance with 8.2.5.5 shall not be permitted. 
Exception No. 5: Where a full enclosure of a 
stairway that is not a required exit is 
impracticable, the required enclosure shall be 
permitted to be limited to that necessary to 
prevent a fire originating in any story from 
spreading to any other story. 

This Standard is not met as evidenced by: 
Based on record review observation and 
interview, the facility failed to ensure fire alarm I 
systems were maintained in accordance with 

I I 
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NFPA 72. Failure to maintain fire alarm systems 
could result in a lack of system performance 
during a fire event This deficient practice 
affected 83 residents, staff and visitors on the 

K 052 i 
f052 

I 
date of the survey. The facility is licensed for 84 . 
SNF/NF beds and had a census of 83 on the day 
of the survey. 

Findings include: 

During review of the facility fire alarm inspection 
records conducted on September 3, 2015, the 
inspection report provided indicated the last 
five-year sensitivity test was conducted on June 

1 3, 2010. When interviewed, the Maintenance 
Supervisor confirmed the facility fire alarm 
system was a non-addressable installation and 
he was not aware of any sensitivity testing having 
been conducted to date. 

Actual NFPA standard: 

19.3.4 Detection, Alarm, and Communications 
Systems. 
19.3.4.1 General. 
Health care occupancies shall be provided with a 
fire alarm system in accordance with Section 9.6. 

9.6. 1.4 
A fire alarm system required for life safety shall 
be installed, tested, and maintained in 
accordance with the applicable requirements of 
NFPA 70, National Electrical Code, and NFPA 72, 
National Fire Alarm Code, unless an existing 
installation, which shall be permitted to be 
continued in use, subject to the approval of the 
authority having jurisdiction. 

NFPA 72 
Chapter 7 Inspection, Testing, and Maintenance i 

i 

~ The sensitivity test ha~ been 
jompleted. 

~ All residents have the potential to be 

lffected. 

3. The scheduling of the 5 year test till be placed on the TELS system to 
remind facility the testing needs to be 
¢ompleted every 5 years. 
i 

l A review of the TELS schedule will 
~e reviewed in the monthly QA 
neeting. 

, . Compliance date: 10/16/15 
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i 7-3.2.1* 
I 

Detector sensitivity shall be checked within 1 year 
after installation and every alternate year 
thereafter. After the second required calibration 

! test, if sensitivity tests indicate that the detector 
j has remained within its listed and marked 
1 sensitivity range (or 4 percent obscuration light 
1 gray smoke, if not marked), the length of time 
I between calibration tests shall be permitted to be 

extended to a maximum of 5 years. If the 
frequency is extended, records of 
detector-caused nuisance alarms and 
subsequent trends of these alarms shall be 
maintained. In zones or in areas where nuisance 
alarms show any increase over the previous year, 
calibration tests shall be performed. 
To ensure that each smoke detector is within its 
listed and marked sensitivity range, it shall be 
tested using any of the following methods: 
( 1) Calibrated test method 
(2) Manufacturer' s calibrated sensitivity test 
instrument 
(3) Listed control equipment arranged for the 
purpose 
(4) Smoke detector/control unit arrangement 
whereby the detector causes a signal at the 
control unit where its sensitivity is outside its 
listed sensitivity range 
(5) Other calibrated sensitivity test methods 
approved by the authority having jurisdiction 
Detectors found to have a sensitivity outside the 
listed and marked sensitivity range shall be 
cleaned and recalibrated or be replaced. 
Exception No. 1: Detectors listed as field 
adjustable shall be permitted to be either adjusted 
within the listed and marked sensitivity range and 
cleaned and recalibrated, or they shall be 
replaced. 
Exception No. 2: This requirement shall not apply 
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K 052 Continued From page 9 
to single station detectors referenced in 7-3.3 and 
Table 7-2.2. 
The detector sensitivity shall not be tested or 
measured using any device that administers an 
unmeasured concentration of smoke or other 
aerosol into the detector. 

K 056 1 NFPA 101 LIFE SAFETY CODE STANDARD 
SS=D' 

lfthere is an automatic sprinkler system, it is 
installed in accordance with NFPA 13, Standard 
for the Installation of Sprinkler Systems, to 
provide complete coverage for all portions of the 
building. The system is properly maintained in 
accordance with NFPA 25, Standard for the 
Inspection, Testing, and Maintenance of 
Water-Based Fire Protection Systems. It is fully 
supervised. There is a reliable, adequate water 
supply for the system. Required sprinkler 
systems are equipped with water flow and tamper 
switches, which are electrically connected to the 
building fire alarm system. 19.3.5 

This Standard is not met as evidenced by: 
Based on observation the facility failed to ensure 
that sprinkler systems were installed throughout 
as required under NFPA 13. Failure to provide 
sprinkler protection throughout would increase 
the risk of fires growing beyond incipient stages. 
This deficient practice affected staff and vendors 
of the Kitchen on the date of the survey. The 
facility is licensed for 84 SNF/NF beds and had a 
census of 83 on the day of the survey. 

Findings include: 

During the facility tour conducted on September 
3, 2015 from 10:30 AM to 4:30 PM, observation 

I I 
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~ A new sprinkler system is scheduled 
to be installed. 

K 0561 All residents have the potential to 
Be affected. 

J Inspections of the freezer will be 
dompleted on a routine basis along 
*ith the rest of the facility per 
tlegulatory guidelines. 

[ Sprinkler maintenance will be 
lddressed quarterly during the 

tonthly QA meeting. 
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of the freezer unit connected to the Kitchen 
revealed no sprinklers were installed to the 
interior of the unit. 

Actual NFPA standard: 

119.3.5 Extinguishment Requirements. 
19.3.5.1 
Where required by 19.1.6, health care facilities 
shall be protected throughout by an approved, 
supervised automatic sprinkler system in 
accordance with Section 9.7. 
Exception: In Type I and Type II construction, 
where approved by the authority having 
jurisdiction, alternative protection measures shall 
be permitted to be substituted for sprinkler 
protection in specified areas where the authority 
having jurisdiction has prohibited sprinklers, 
without causing a building to be classified as 
nonsprinklered. 

ID 
PREFIX 

TAG 

K 056 I 

K 062 NFPA 101 LIFE SAFETY CODE STANDARD K 062 
SS=F 

Required automatic sprinkler systems are 
continuously maintained in reliable operating 
condition and are inspected and tested 
periodically. 19.7.6, 4.6.12, NFPA 13, NFPA25, 
9.7.5 

This Standard is not met as evidenced by: 
Based on observation and interview, the facility 
failed to ensure that control valves for the 
sprinkler system were maintained in accordance 
with NFPA 25. Failure to maintain sprinkler 
system control valves could hinder system 
performance during a fire event. This deficient 
practice affected 83 residents, staff and visitors 
on the date of the survey. The facility is licensed 

1 for 84 SNF/NF beds and had a census of 83 on 
I I 
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the day of the survey. 

Findings include: 

1) During the facility tour conducted on 
September 3, 2015 from 10:30 AM to 4:30PM, 
observation of the Post Indicator Valve located on 
the west side of the facility revealed the valve was 
unsecured and both sight glass inspection 
windows were cracked and unable to determine if 
the valve was in the open or closed position. 

When interviewed, the Maintenance Supervisor 
stated he was not aware of the condition or of the 
requirement of the supervision and security for 
control valves. 

2) During the facility tour conducted on 
September 3, 2015 from 10:30 AM to 4:30PM, 
observation of the sprinkler head installed in the 
laundry chute revealed the sprinkler head was 
painted. 

Actual NFPA Standard: 

Finding 1 
NFPA25 
Chapter 7 Water Spray Fixed Systems 
7-3.7 Control Valves. 
7-3.7.1 

Gate valves, post indicator valves, wall indicator 
valves, or other control valves for water supply 
systems shall be inspected to verify that they are 
in the open position and properly sealed, locked, 
or supervised. (See Chapter 9 for inspection and 
maintenance requirements.) 

Chapter 9 Valves, Valve Components, and Trim 
9-3.3 Inspection. 
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1l The post indicator valve is now 
I eked and new glass was installed. 

" he sprinkler head in the laundry 
s)loot was determined to be inactive 
~nd not tied into the sprinkler system. 
.tyraintenanc.e has capped .the sprinkler 
*ad to avOid confuston m the future. 

~All residents have the potential to be 

]

ffected. 

A monthly audit will be performed 
1n the post indicator valve to ensure 
t)le glass is in good condition, and 
prinkler heads will be audited 
ponthly by maintenance as part of the 
, reventative maintenance program. 

1 Audits will be brought to the 
ronthly QA meeting for review for 3 
P,onths, then quarterly thereafter. 
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K 062 Continued From page 12 
9-3.3.1 
All valves shall be inspected weekly. 
Exception No. 1: Valves secured with locks or 
supervised in accordance with applicable NFPA 
standards shall be permitted to be inspected 
monthly. 
Exception No. 2: After any alterations or repairs, 
an inspection shall be made by the owner to 
ensure that the system is in service and all valves 
are in the normal position and properly sealed, 
locked, or electrically supervised. 
9-3.3.2* 
The valve inspection shall verify that the valves 
are in the following condition: 
(a) In the normal open or closed position 
(b) *Properly sealed, locked, or supervised 
(c) Accessible 
(d) Provided with appropriate wrenches 
(e) Free from external leaks 
(f) Provided with appropriate identification 

Finding 2 

NFPA25 
2-2 Inspection. 
2-2.1 Sprinklers. 
2-2.1.1* 
Sprinklers shall be inspected from the floor level 
annually. Sprinklers shall be free of corrosion, 
foreign materials, paint, and physical damage and 
shall be installed in the proper orientation (e.g., 
upright, pendant, or sidewall). Any sprinkler shall 
be replaced that is painted, corroded, damaged, 
loaded, or in the improper orientation. 
Exception No. 1 *: Sprinklers installed in 
concealed spaces such as above suspended 
ceilings shall not require inspection. 
Exception No. 2: Sprinklers installed in areas that 
are inaccessible for safety considerations due to 
process operations shall be inspected during I 

I 
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' Continued From page 13 
each scheduled shutdown. 

K 0661 NFPA 101 LIFE SAFETY CODE STANDARD 
SS=D 

Smoking regulations are adopted and include no 
less than the following provisions: 

(1) Smoking is prohibited in any room, ward, or 
compartment where flammable liquids, 
combustible gases, or oxygen is used or stored 
and in any other hazardous location, and such 
area is posted with signs that read NO SMOKING 
or with the international symbol for no smoking. 

(2) Smoking by patients classified as not 
responsible is prohibited, except when under 
direct supervision. 

(3) Ashtrays of noncombustible material and safe 
design are provided in all areas where smoking is 
permitted. 

(4) Metal containers with self-closing cover 
devices irtto which ashtrays can be emptied are 
readily available to all areas where smoking is 
permitted. 19.7.4 

This Standard is not met as evidenced by: 
Based on observation and interview, the facility 
failed to ensure that smoking was conducted in 
areas equipped with proper receptacles in 
accordance with NFPA 101. Failure to conduct 
smoking in areas equipped with proper disposal 
receptacles and as designated by the facility 
would expose residents to increased risk of fire 
associated with the practice of smoking. This 
deficient practice affected residents, staff and 
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fhe plastic trash can was removed 
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ffected. 
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rsciplinary action of staff. 

4 Audits will be reviewed in the 
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Continued From page 14 
visitors utilizing the smoking area outside the 
Boardwalk dining area on the north side of the 
facility. The facility is licensed for 84 SNF/NF 
beds and had a census of 83 on the day of the 
survey. 

Findings include: 

, 1) During the facility tour conducted on 
I September 3, 2015 from 10:30 AM to 4:30PM, 

observation of the patio directly outside the 
Boardwalk dining room revealed a smoking area 
with an ashtray, along with 37 cigarette butts 
strewn in the dry grass adjacent to it. 

When asked, the Maintenance Supervisor 
indicated he was not sure why this area was 
being used for smoking as it was not the 
designated smoking area. 

2) During the facility tour conducted on 
September 3, 2015 from 10:30 AM to 4:30PM, 
observation of the designated smoking area 
located to the northeast of the Boardwalk dining 
room patio revealed a plastic trash can filled with 
sand being used for the disposal of cigarette butts 
and empty cigarette packages and trash. 

Interview of the Maintenance Supervisor revealed 
that this receptacle was filled with sand and 
placed in this location for the removal of snow 
and was not intended as a trash receptacle. 

Actual NFPA standard: 

NFPA 101 
19.7.4* Smoking. 
Smoking regulations shall be adopted and shall 
include not less than the following provisions: 
(1) Smoking shall be prohibited in any room, 
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This Standard is not met as evidenced by: 
Based on observation, operational testing and 
interview, the facility failed to ensure that means 
of egress locking arrangements were available 
for immediate use during an emergency. Failure 
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1 Continued From page 16 
to provide instant use of a means of egress could 
hinder safe evacuation of residents during an 
emergency. This deficient practice affected 83 
residents, staff and visitors on the date of the 
survey. The facility is licensed for 84 SNF/NF 
residents and had a census of 83 on the day of 
the survey. 

Findings include: 

1) During the facility tour conducted on 
September 3, 2015 from 10:30 AM to 12:30 PM, 
observation and operational testing of locks in the 
facility revealed the following findings: 

a.) Maintenance office is equipped with a 
gate-style latch and combination padlock on the 
corridor side preventing operation from the 
egress side. 

b.) Generator room is equipped with a keyed 
entry lock which is non-single operational from 
the egress side. 

c.) Newly remodeled training room in the 
basement is equipped with a dual-keyed deadbolt 
and keyed entry lock which is non-single 
operational from the egress side. 

2) During the facility tour conducted on 
September 3, 2015 from 12:30 PM to 4:30PM, 
observation and operational testing of locks in the 
facility revealed the following doors were 
equipped with keyed entry locks and keyed 
deadbolt locks, which were non-single operational 
from the egress side: 

a.) Cape Elizabeth Nurse's station. 

b.) Cape Hatteras Nurse's station converted 
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K 072 Continued From page 17 I 
storage room (old medroom). 

c.) Clean Linen adjacent to Cape Hatteras I 
nurse's station. 

d.) Main Business Office. 

e.) Conference room across from the 
Administration office. 

Due to the extent and number of findings, this 
condition was deemed widespread and systemic 
and no further documentation was necessary. 
When asked about the findings, the Maintenance 
Supervisor stated he was not aware of the 
requirement for non-single operational locking 
arrangements. 

3) During the facility tour conducted on 
September 3, 2015 from 10:30 AM to 4:30PM, 
observation and operational testing of the gates 
in the exit discharge at the northwest and 
northeast side of the facility revealed both gates 
were equipped with combination padlocks 
requiring special knowledge to gain access to the 
public way. Interview of four (4) staff in the 
Physical Therapy and five (5) staff at the Cape 
Elizabeth Nurse's station abutting Physical 
Therapy found none of the nine (9) staff members 
interviewed knew the combination to these locks. 

Interview of the Maintenance Supervisor found he 
was not sure why the staff did not know the 
combination to these locks. 

Actual NFPA standard: 
19.2.2 Means of Egress Components. 
19.2.2.2.4 

Doors within a required means of egress shall not 
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1 be equipped with a latch or lock that requires the 
use of a tool or key from the egress side. 
Exception No. 1: Door-locking arrangements 
without delayed egress shall be permitted in 
health care occupancies, or portions of health 
care occupancies, where the clinical needs of the 
patients require specialized security measures for 
their safety, provided that staff can readily unlock 
such doors at all times. (See 19.1.1.1.5 and 
19.2.2.2.5.) 
Exception No. 2': Delayed-egress locks 
complying with 7.2.1.6.1 shall be permitted, 
provided that not more than one such device is 
located in any egress path. 
Exception No. 3: Access-controlled egress doors 
complying with 7.2.1.6.2 shall be permitted. 

19.2.2.2.5 
Doors located in the means of egress that are 
permitted to be locked under other provisions of 
this chapter shall have adequate provisions made 
for the rapid removal of occupants by means 
such as remote control of locks, keying of all 
locks to keys carried by staff at all times, or other 
such reliable means available to the staff at all 
times. Only one such locking device shall be 
permitted on each door. 
Exception No. 1: Locks in accordance with 
Exception Nos. 2 and 3 to 19.2.2.2.4. 
Exception No. 2: More than one lock shall be 
permitted on each door subject to approval of the 
authority having jurisdiction. 

7.2 MEANS OF EGRESS COMPONENTS 
7.2.1.5.4* 
A latch or other fastening device on a door shall 
be provided with a releasing device having an 
obvious method of operation and that is readily 
operated under all lighting conditions. The 
releasing mechanism for any latch shall be 
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located not less than 34 in. (86 em), and not more 1 

than 48 in. (122 em), above the finished floor. 
Doors shall be operable with not more than one 
releasing operation. 
Exception No. 1 *: Egress doors from individual 
living units and guest rooms of residential 
occupancies shall be permitted to be provided 
with devices that require not more than one 
additional releasing operation, provided that such 
device is operable from the inside without the use 
of a key or tool and is mounted at a height not 
exceeding 48 in. (122 em) above the finished 
floor. Existing security devices shall be permitted 
to have two additional releasing operations. 
Existing security devices other than automatic 
latching devices shall not be located more than 
60 in. (152 em) above the finished floor. 
Automatic latching devices shall not be located 
more than 48 in. (122 em) above the finished 
floor. 
Exception No. 2: The minimum mounting height 
for the releasing mechanism shall not be 
applicable to existing installations. 

7.1.1 0 Means of Egress Reliability. 
7.1.10.1* 
Means of egress shall be continuously 
maintained free of all obstructions or 
impediments to full instant use in the case of fire 
or other emergency. 

7.2.1.5 Locks, Latches, and Alarm Devices. 
7.2.1.5.1 
Doors shall be arranged to be opened readily 
from the egress side whenever the building is 
occupied. Locks, if provided, shall not require the 
use of a key, a tool, or special knowledge or effort 
for operation from the egress side. 
Exception No. 1: This requirement shall not apply 
where otherwise provided in Chapters 18 through 
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This Standard is not met as evidenced by: 
Based on observation and interview, the facility 
failed to ensure that highly combustible material 

' was stored in a safe manner. Failure to provide 
proper protection of hazardous storage could 
result in smoke and dangerous gases passing 
freely into corridors during a tire, hindering 
egress. This deficient practice affected 38 
residents, staff and visitors on the date of the 
survey. The facility is licensed for 84 SNF/NF 
beds and had a census of 83 on the day of the 
survey. 

Findings include: 

During the facility tour conducted on September 
3, 2015 from 10:30 AM to 4:30 PM, observation 
of Shower room 3 and the corridor storage alcove 
abutting room 34 in the Cape Elizabeth hall 
revealed both locations were used for storing one 
(1) wheeled fifty gallon trash receptacle and one 
( 1) approximately thirty-two gallon soiled linen 
receptacle, side by side in approximately four (4) 
square feet in each location, creating a 
hazardous storage location. Operational testing of 
the door to Shower room 3 revealed it was not 
equipped to self close. 

When asked about the storage arrangements, 
the Maintenance Supervisor stated the alcove 
was always used to store both receptacles, but 
that he was not aware of the storage 
requirements involved, or that staff used the 
shower room for combustible storage. 

Actual NFPA standard: 

FORM CMS-2567(02-99) Previous Versions Obsolete 

ID I PREFIX 
TAG I 

PROVIDER'S PlAN OF CORRECTION 
(EACH CORRECTIVE ACTION SHOULD BE 

CROSS-REFERENCED TO THE APPROPRIATE 
DEFICIENCY) I 

K 0751 

1075 

~ Receptacles were removed and 
stored apart by at least 8 feet. Staff 
J,ere in-serviced regarding the 
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All residents have the potential to be 
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Audits will be completed daily times 
1ve days a week for 4 weeks by 
)ON/designee to monitor compliance. 

4 Audits will be reviewed in monthly 
QAmeeting. 
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19.7.5.5 
Soiled linen or trash collection receptacles shall 
not exceed 32 gal (121 AL) in capacity. The 
average density of container capacity in a room or 1 

space shall not exceed 0.5 gal/ft2 (20.4 AUm2). A 
capacity of 32 gal ( 121 AL) shall not be exceeded 
within any 64-f\2 (5.9-m2) area. Mobile soiled 
linen or trash collection receptacles with 
capacities greater than 32 gal (121 AL) shall be 

' located in a room protected as a hazardous area 
when not attended. 
Exception: Container size and density shall not 
be limited in hazardous areas. 

K 144\ NFPA 101 LIFE SAFETY CODE STANDARD 
SS=F 

Generators are inspected weekly and exercised 
under load for 30 minutes per month in 
accordance with NFPA 99. 3.4.4.1. 

This Standard is not met as evidenced by: 
Based on record review and interview, the facility 
failed to ensure the generator of the Emergency 
Power Supply System (EPSS) was inspected 
weekly and tested monthly in accordance with 
NFPA 110. Failure to inspect and test EPSS 
generators could result in a Jack of system 
reliability during a power loss. This deficient 
practice affected 83 residents, staff and visitors 
on the date of the survey. The facility is licensed 
for 84 SNF/NF residents and had a census of 83 
on the day of the survey. 

I I 
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I Findings include: 

l1) During review of the the facility generator 
inspection and testing records conducted on 
September 3, 2015 from 8:15AM to 10:30 AM, 
records indicated three (3) missing weekly 
inspections for the following weeks: 

February 2, 2015; May 25, 2015; June 8, 2015 

i 2) During review of the the facility generator 
I inspection and testing records conducted on 
September 3, 2015 from 8:15AM to 10:30 AM, 
records showed the generator was not being 

, exercised for thirty (30) percent of the rated 
capacity. When asked about the lack of 
documentation for the required thirty (30) percent 
load, the Maintenance Supervisor stated he was 
documenting readings from both automatic and 
manual transfers, but had not been aware he was 
not meeting the testing standard of thirty (30) 
percent of the name plate rating. 

· • Actual NFPA standard: 

NFPA99 

3-4.4.1 Maintenance and Testing of Essential 
Electrical System. 
3-4.4.1.1 Maintenance and Testing of Alternate 
Power Source and Transfer Switches. 
(a) Maintenance of Alternate Power Source. The 
generator set or other alternate power source and 
associated equipment, including all appurtenant 
parts, shall be so maintained as to be capable of 
supplying service within the shortest time 
practicable and within the 1 0-second interval 
specified in 3-4.1.1.8 and 3-4.3.1. Maintenance 
shall be performed in accordance with NFPA 110, 
Standard for Emergency and Standby Power 
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been completed since 6/8/15. The 
generator test was added to the 
Preventative Maintenance schedule 
to help maintain compliance. 
Maintenance director will contact 
supplier in order to get a 30% load. 

All residents have the potential to be 
affected. 

Administrator/Designee will review 
the weekly generator test for 4 
weeks, then monthly for 3 months to 
ascertain tests are being perf01med, 
and that the proper percentage is 
under load. 

4 A review of the weekly audits will 
be completed in the monthly QA 
meeting for compliance. 

, Compliance date: 10/16/15 

I (XS) 
I COMPLETION 

I DATE 

JOEI21 If continuation sheet Page 24 of 30 



DEPARTMENT OF HEALTH AND HUMAN SERVICES 
CENTERS FOR MEDICARE & MEDICAID SERVICES 

STATEMENT OF DEFICIENCIES 
AND PlAN OF CORRECTION 

(X1) PROVIDER/SUPPLIER/CLIA 
IDENTIFICATION NUMBER: 

135071 

(X2) MULTIPLE CONSTRUCTION 

A BUILDING 02 - ENTIRE STRUCTURE 

B. WING 

Printed: 09/11/2015 
FORM APPROVED 

OMB NO 0938-0391 

(X3) DATE SURVEY 
COMPLETED 

09/04/2015 

NAME OF PROVlDER OR SUPPLIER 

SAFE HAVEN CARE CENTER OF POCATELLO 
STREET ADDRESS, CITY, STATE. ZIP CODE 

1200 HOSPITAL WAY 
POCATELLO, ID 83201 

(X4) ID 
PREFIX 

TAG 

J SUMtv1ARY STATEMENT OF DEFICIENCIES ! 

(EACH DEFICIENCY MUST BE PRECEDED BY FULL REGUlATORY i OR LSC IDENTIFYING INFORMATION) ] 

I I, 

K 144 Continued From page 24 
Systems, Chapter 6. 
(b) Inspection and Testing. 
1. • Test Criteria. Generator sets shall be tested 
twelve ( 12) times a year with testing intervals 
between not less than 20 days or exceeding 40 
days. Generator sets serving emergency and 
equipment systems shall be in accordance with 
NFPA 110, Standard for Emergency and Standby 
Power Systems, Chapter 6. 
2. Test Conditions. The scheduled test under 
load conditions shall include a complete 
simulated cold start and appropriate automatic 
and manual transfer of all essential electrical 
system loads. 
3. Test Personnel. The scheduled tests shall be 
conducted by competent personnel. The tests are 
needed to keep the machines ready to function 
and, in addition, serve to detect causes of 
malfunction and to train personnel in operating 
procedures. 

3-3.4.3 Recordkeeping. 
3-3.4.3.1* General. 
A record shall be maintained of the tests required 
by this chapter and associated repairs or 
modification. At a minimum, this record shall 
contain the date, the rooms or areas tested, and 
an indication of which items have met or have 
failed to meet the performance requirements of 
this chapter. 

NFPA 110 Chapter 6 
6-4 Operational Inspection and Testing. 
6-4.1* 
Level1 and Level 2 EPSSs, including all 
appurtenant components, shall be inspected 
weekly and shall be exercised under load at least 
monthly. 
Exception: If the generator set is used for 
standby power or for peak load shaving, such use 
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This Standard is not met as evidenced by: 
Based on observation the facility failed to ensure 
electrical installations were installed, maintained 
and kept clear of obstructions in accordance with 
NFPA 70. Failure to properly install and maintain 
electrical installations could result in fires by 
arcing, electrocution or inability to access 
equipment during an emergency. This deficient 
practice affected 20 residents, staff and visitors 
on the date of the survey. The facility is licensed 
for 84 SNF/NF beds and had a census of 83 on 
the day of the survey. 

Findings include: 
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1) During the facility tour conducted on 
September 3, 2015 from 10:30 AM to 4:30PM, 
observation of the Nurse's station in the Cape 

I Cod hall revealed two (2) relocatable power taps 
in use for the copier and the computer system, 
one plugged into the other in series 
(daisy-chained). 

2) During the facility tour conducted on 
September 3, 2015 from 10:30 AM to 4:30PM, 
observation of the downstairs basement revealed 
two (2) extension cords in use, daisy-chained 
together. Further inspection revealed one of 
these two was not equipped with a grounding 
plug. When asked, the Maintenance Supervisor 
stated these cords were used to test mechanical 
beds. 

3) During the facility tour conducted on 
September 3, 2015 from 10:30 AM to 4:30 PM, 
observation of the training room revealed a 
relocatable power tap used as an extension cord 
for a coffee pot to reach an outlet. 

4) During the facility tour conducted on 
September 3, 2015 from 10:30 AM to 4:30PM, 
observation of Central Supply storage in the 
basement revealed an overhead fluorescent light 
fixture using a relocatable power tap as an 
extension cord to reach an outlet. Interview of the 
Maintenance Supervisor revealed he was not 
aware of this installation prior to the survey. 

5) During the facility tour conducted on 
September 3, 2015 from 10:30 AM to 4:30 PM, 
observation of the Laundry revealed three 
commercial washer soap dispensers using a 
relocatable power tap as an extension cord to 
reach the outlet. 
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I The daisy-chained power taps were 
removed and staff was educated on 
the proper use of power taps. The 
metal box with exposed wiring was 
covered, and the supplies in front of 
the electrical panel were removed 

All residents have the potential to be 
affected by this practice. 

Audits will be completed twice 
weekly for one month by 
maintenance or designee to look for 
improper use of power taps, exposed 
wiring, and clearance of items in 
front of electrical panels. 

Audits will be reviewed for 
compliance at the monthly QA 
meeting. 

, Compliance date: 10/16/15 
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6) During the facility tour conducted on 
September 3, 2015 from 10:30 AM to 4:30PM, 
observation of the water heater room abutting the 
training room revealed an open, two inch by four 
inch electrical conduit junction box without a 
cover and exposed wiring. When asked, the 
Maintenance Supervisor stated he was not aware 
the junction box was missing a cover. 

7) During the facility tour conducted on 
September 3, 2015 from 10:30 AM to 4:30PM, 
observation of the basement storage area 
revealed a metal box mounted in the ceiling 
without a cover and with exposed wiring. 

8) During the facility tour conducted on 
September 3, 2015 from 10:30 AM to 4:30PM, 
observation of the Housekeeping storage across 
from the Kitchen revealed the electrical panel 
inside was blocked with supplies. 

Actual NFPA standard: 

Findings 1 to 5 

K 147. 

NFPA 70 1 

400.8 Uses Not Permitted. 
Unless specifically permitted in 400. 7, flexible 
cords and cables shall not be used for the 
following: 
( 1) As a substitute for the fixed wiring of a 
structure · 
(2) Where run through holes in walls, structural 
ceilings, suspended ceilings, dropped ceilings, or 
floors 
(3) Where run through doorways, windows, or 
similar openings 
(4) Where attached to building surfaces 
Exception: Flexible cord and cable shall be I 
permitted to be attached to building surfaces in 

I I I 
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accordance with the provisions of 368.8. 
(5) Where concealed by walls, floors, or ceilings 
or located above suspended or dropped ceilings 
(6) Where installed in raceways, except as 
otherwise permitted in this Code 

Findings 6 & 7 

NFPA 70 
110.12 Mechanical Execution of Work. 
Electrical equipment shall be installed in a neat 
and workmanlike manner. 
(A) Unused Openings. Unused cable or raceway 
openings in boxes, raceways, auxiliary gutters, 
cabinets, cutout boxes, meter socket enclosures, 
equipment cases, or housings shall be effectively 
closed to afford protection substantially equivalent 
to the wall of the equipment. Where metallic 
plugs or plates are used with nonmetallic 
enclosures, they shall be recessed at least 6 mm 
(Y. in.) from the outer surface of the enclosure. 
(B) Subsurface Enclosures. Conductors shall be 
racked to provide ready and safe access in 
underground and subsurface enclosures into 
which persons enter for installation and 
maintenance. 
(C) Integrity of Electrical Equipment and 
Connections. Internal parts .of electrical 
equipment, including busbars, wiring terminals, 
insulators, and other surfaces, shall not be 
damaged or contaminated by foreign materials 
such as paint, plaster, cleaners, abrasives, or 
corrosive residues. There shall be no damaged 
parts that may adversely affect safe operation or 
mechanical strength of the equipment such as 
parts that are broken; bent; cut; or deteriorated by 
corrosion, chemical action, or overheating. 

314.17 Conductors Entering Boxes, Conduit 
Bodies, or Fittings. 
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Conductors entering boxes, conduit bodies, or 
fittings shall be protected from abrasion and shall 
comply with 314.17(A) through (D). 
(A) Openings to Be Closed. Openings through 
which conductors enter shall be adequately 
closed ...... 

Finding 8 

NFPA 70 
110.26 Spaces About Electrical Equipment. 
Sufficient access and working space shall be 
provided and maintained about all electric 
equipment to permit ready and safe operation 
and maintenance of such equipment. Enclosures 
housing electrical apparatus that are controlled by 
Jock and key shall be considered accessible to 
qualified persons. 
(A) Working Space. Working space for 
equipment operating at 600 volts, nominal, or Jess 
to ground and likely to require examination, 
adjustment, servicing, or maintenance while 
energized shall comply with the dimensions of 
110.26(A)(1), (2), and (3) or as required or 
permitted elsewhere in this Code. 
(1) Depth of Working Space. The depth of the 
working space in the direction of live parts shall 
not be Jess than that specified in Table 11 0.26(A) 
(1) unless the requirements of 110.26(A)(1)(a), 
(b), or (c) are met. Distances shall be measured 
from the exposed live parts or from the enclosure 
or opening if the live parts are enclosed. 
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C 000 16.03.02 INITIAL COMMENTS 

The facility is a single story, type V(111) 
construction with a large basement. The facility 

, was originally built/completed in 1970. A 
: refurbishment was completed in 2000 with a 
· further renovation/expansion that was completed 
' in October, 2014. It is fully sprinklered and has 
; complete smoke detection in corridors and open 
' spaces. Currently it is licensed for 84 SNF/NF 
! beds. 
I 

i The following deficiencies were cited during the 
!I annual fire/life safety survey conducted on 

September 3 and 4, 2015. The facility was 
: surveyed under the LIFE SAFETY CODE, 2000 

Edition, Existing Health Care Occupancy, 42 CFR 
483.70 and IDAPA 16.03.02 Rule and Minimum 
Standards for Skilled Nursing and Intermediate 

i Care Facilities. 

I 
The Survey was conducted by: 

Sam Burbank 
1 Health Facility Surveyor 
· Facility Fire Safety and Construction 

·C226 02.106FIREANDLIFESAFETY 

106. FIRE AND LIFE SAFETY. 
1 Buildings on the premises used as 

I 
facilities shall meet all the 
requirements of local, state and 

I national codes concerning fire and 
i life safety standards that are 
' applicable to health care facilities. 

! 

: This Rule is not met as evidenced by: 
1 Please refer to "K" tags on CMS 2567: 
' 
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a. The building and all equipment 
shall be in good repair. 
This Rule is not met as evidenced by: 
Based on observation and interview the facility 
failed to ensure that waste water drains were 
maintained in good repair. Failure to maintain 
drains from leaks could result in waste water 
contamination of adjacent areas. This deficient 
practice affected the soiled linen room of the 
laundry and the water heater area abutting the 
new staff training room in the basement 

Findings include: 

, 
' ! 

During the facility tour conducted on September 3, 
2015 from 10:30 AM to 4:30 PM, observation of I 
the basement water heater room abutting the new 
staff training room and the soiled linen room in the; 
main laundry revealed exposed drain lines in the I 
ceiling leaking into the spaces. Further 
observation found standing water on the floor of 

I both areas approximately one foot by three feet in I 
1 size (three (3) square feet) and the drain in the 
1 water heater area was filling a receptacle 
1 approximately five (5) gallons in size with a black 
i liquid. 
I 
1 When asked, the Maintenance Supervisor stated 1 

--

STATE FORM 02.11S9 

' 

PROVIDER'S PLAN OF CORRECTION 
(EACH CORRECTIVE ACTION SHOULD BE 

CROSS-REFERENCED TO THE APPROPRIATE 
DEFICIENCY) 

C386 

!' The leaky drains were repaired 
~ immediately and the standing water 
was cleaned up. 

i 
' 2 All residents have the potential to be 
1 affected by this practice. 

' 
3 Maintenance will perform weekly 

r audits of main areas of possible 
i. leakage such as in the kitchen and 
I laundry rooms for 4 weeks, then 
1 monthly thereafter. Any other areas 
' . I of noted leakage will be 

j
, immediately repaired. 

Audits will be reviewed monthly 
times 3 months in the facility QA 

I meeting. 

I . 
5 Compliance date: I 0/16/15 
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the leaks were from two Kitchen drains. 

1 
Actual I DAPA rule: 

. IDAPA 16.03.02.120 

. 03. General Building Requirements. An existing , 
', facility shall be of such character to be suitable fori 
: use as a facility. The facility will be subject to 

approval by the Department. Other requirements : 
. are as follows: ( H -88) a. The building and all 
i equipment shall be in good repair. 
\ 
' ; 
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