
C.L. "BUTCH" OTTER- Governor 
RICHARD M. ARMSTRONG - Director 

August 1, 2016 

I DA H 0 

Bridger Fly, Administrator 
Communicare, Inc #8 Lincoln 
40 West Franklin Road, Suite F 
Meridian, ID 83642 

D EPARTM Ef\JT 0 F 

TAMARA PRISOCK-- ADMINISTRATOR 
DIVISION OF LICENSING & CERTIFICATION 

DEBRA RANSOM, R.N.,R.H.l.T., Chief 
BUREAU OF FACILITY STANDARDS 

3232 Elder Street 
P.O. Box 83720 

Boise, ID 83720-0009 
PHONE 208-334-6626 

FAX 208-364-1888 

RE: Communicare, Inc #8 Lincoln, Provider# 138062 

Dear Mr. Fly: 

This is to advise you of the findings of the Medicaid/Licensure Fire Life Safety Survey, which 
vms concluded at Conununicare, Inc #8 Lincoln on July 18, 2016. 

Enclosed is your copy of a Statement of Deficiencies/Plan of Correction, State form, which states 
that no State deficiencies were noted at the time of the survey. 

Also enclosed is a Statement of Deficiencies/Plan of C01Tection, Form CMS-2567, listing 
Medicaid deficiencies. In the spaces provided on the right side of each sheet, please 
provide a Plan of Conection. It is impmiant that your Plan of Conection address each 
deficiency in the following manner: 

1. Answer the deficiency statement, specifically indicating how the problem will be, 
or has been, conected. Do not address the specific examples. Your plan must 
describe how you will ensure conection for all individuals potentially impacted by 
the deficient practice. 

2. Identify the person or discipline responsible for monitoring the changes in the 
system to ensure compliance is achieved and maintained. This is to include how 
the monitoring will be done and at what frequency the person or discipline will do 
the monitoring. 

3. Identify the date each deficiency has been, or will be, corrected. 
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4. Sign and date the fonn(s) in the space provided at the bottom of the first page. 

After you have completed your Plan of Conection, return the original to this office by 
August 15, 2016, and keep a copy for your records. 

You have one opportunity to question cited deficiencies tln·ough an inf01n1al dispute resolution 
process. To be given such an opportunity, you are required to send your written request and all 
required infonnation as directed in the State Info1mal Dispute Resolution (IDR) Process which 
can be found on the Internet at: 

Vl\Vw.icfmr.dhw.idaho.gov 

Scroll down until the Program Information heading on the right side is visible and there are three 
IDR selections to choose from. 

This request must be received by August 11, 2016. If a request for informal dispute resolution is 
received after August 11, 2016, the request will not be granted. An incomplete info1mal dispute 
resolution process will not delay the effective date of any enforcement action. 

Thank you for the comiesies extended to our staff during our visit. If you have any 
questions, please call our office at (208) 334-6626. 

Sincerely, 

~~-
Nate Elkins 
Supervisor 
Facility Fire Safety & Construction Program 

NE/lj 
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K 000 INITIAL COMMENTS 

The facility is a single story type V (000) building 
built in October 1998. The facility is protected by 
a 13 D automatic fire sprinkler system with quick 
response heads in habitable spaces. There is a 
complete fire alarm/smoke detection system 
installed. Currently the building is licensed for 8 
ICF/ID beds. 

The following deficiencies were cited during the 
annual Fire/Life Safety survey conducted on July 
18, 2016. The facility was surveyed under the 
LIFE SAFETY CODE, 2000 Edition, Chapter 33, 
Existing Residential Board & Care Occupancies, 
Impractical Evacuation Capability in accordance 
with 42 CFR 483.470 U). 

The survey was conducted by: 

Sam Burbank 
Health Facility Surveyor 
Facility Fire Safety and Construction 

K0056 483.470U)(1)(i) LIFE SAFETY CODE STANDARD 

PROMPT 
Where an automatic sprinkler system is installed, 
for either total or partial building coverage, the 
system is in accordance with Section 9.7, 
33.2.3.5.2 and activates the fire alarm system in 
accordance with 33.2.3.4.1. The adequacy of the 
water supply is documented to the authority 
having jurisdiction. 

Exception No. 1: In prompt evacuation facilities, 
an automatic sprinkler system in accordance with 
NFPA 13D, Standard for the Installation of 
Sprinkler Systems in One and two Family 
Dwellings and Manufactured Homes, is permitted. 
Automatic sprinklers are not required in closets 
not exceeding 24 sq. ft. and in bathrooms not 
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Corrective Actions: The facility uses a 
Preventative Maintenance Checklist 
(PMC) (See Attachment A) to inspect 
various issues on a routine basis. 
This form has been modified to 
include a visual inspection of fire 
system sprinklers to make sure they 
are not compromised. This will be 
completed monthly by the home 
supervisor. The annual inspection will 
continue to be completed as part of 
the regular contracted services for this 
facility. Currently Viking Sprinklers is 
providing this service. Viking is 
scheduled for 8/5/2016 to come out 
and replace the sprinkler pendant in 
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Any de.fk('~ statement ending with an asterisk(*) denotes a deficiency which the institution may be excused from correcting providing it is determined that 
othe~guards provide sufficient protection to the patients. (See instructions.) Except for nursing homes, the findings stated above are disclosable 90 days 
following the date of survey whether or not a plan of correction is provided. For nursing homes, the above findings and plans of correction are disclosable 14 
days following the date these documents are made available to the facility. If deficiencies are cited, an approved plan of correction is requisite to continued 
program participation. 
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K0056 Continued From page 1 
exceeding 55 sq. ft., provided that such spaces 
are finished with lath and plaster or materials 
providing a 15 minute thermal barrier. 

Exception No. 2: Not applicable 

Exception No. 3: In prompt and slow evacuation 
capability facilities where an automatic sprinkler 
system is in accordance with NFPA 13, Standard 
for the Installation of Sprinkler Systems, 
automatic sprinklers are not required in closets 
not exceeding 24 sq. ft and in bathrooms not 
exceeding 55 sq. ft., provided that such spaces 
are finished with lath and plaster or material 
providing a 15 minute thermal barrier. 

Exception No. 4: In prompt and slow evacuation 
capability facilities up to and including four stories 
in height, systems in accordance with NFPA 13R, 
Standard for the Installation of Sprinkler Systems 
in Residential Occupancies up to and Including 
Four Stories in Height, are permitted. 

Exception No. 5: Not applicable 

Exception No. 6: Initiation of the fire alarm system 
is not required for existing installations in 
accordance with 33.2.3.5.5. 

SLOW 
Where an automatic sprinkler system is installed, 
for either total or partial building coverage, the 
system is in accordance with Section 9.7 and 
activates the fire alarm system in accordance with 
33.2.3.4.1. The adequacy of the water supply is 
documented to the authority having jurisdiction. 

Exception No. 1: Not Applicable 

Exception No. 2: NotApplicable 
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the hall ceiling outside the south 
bathroom. 

Identifying Others Potentially Affected: 
All clients could potentially have been 
affected. · 

System Changes: Please refer to 
Corrective Actions. 

Monitoring: House supervisor will be 
monitoring the facility for these types 
of issues that are not in compliance as 
part of the preventative maintenance 
checklist already in place at this 
location with the addition included in 
bold in Attachment A. 

(XS) 
COMPLETION 

DATE 

FGCC21 If continuation sheet Page 2 of 6 



DEPARTMENT OF HEALTH AND HUMAN SERVICES 
CENTERS FOR MEDICARE & MEDICAID SERVICES 

STATEMENT OF DEFICIENCIES 
AND PLAN OF CORRECTION 

(X1) PROVIDER/SUPPLIER/CUA 
IDENTIFICATION NUMBER: 

13G062 

(X2) MULTIPLE CONSTRUCTION 

A BUILDING 03 - ENTIRE BUILDING 

B. WING _________ _ 

Printed: 07/26/2016 
FORM APPROVED 

OMB NO 0938-0391 

(X3) DATE SURVEY 
COMPLETED 

07/18/2016 

NAME OF PROVIDER OR SUPPLIER 

COMMUNICARE, INC #8 LINCOLN 
STREET ADDRESS, CITY, STATE, ZIP CODE 

1128 N LINCOLN 
JEROME, ID 83338 

(X4) ID 
PREFIX 

TAG 

SUMMARY STATEMENT OF DEFICIENCIES 
(EACH DEFICIENCY MUST BE PRECEDED BY FULL REGULATORY 

OR LSC IDENTIFYING INFORMATION) 

K0056 Continued From page 2 

Exception No. 3: In prompt and slow evacuation 
capability facilities where an automatic sprinkler 
system is in accordance with NFPA 13, Standard 
for the Installation of Sprinkler Systems, 
automatic sprinklers are not required in closets 
not exceeding 24 sq. ft. and in bathrooms not 
exceeding 55 sq. ft., provided that such spaces 
are finished with lath and plaster or material 
providing a 15 minute thermal barrier. 

Exception No. 4: In prompt and slow evacuation 
capability facilities up to and including four stories 
in height, systems in accordance with NFPA 13R, 
Standard for the Installation of Sprinkler Systems 
in Residential Occupancies up to and Including 
Four Stories in Height, are permitted. 

Exception No. 5: Not Applicable 

Exception No. 6: Initiation of the fire alarm system 
is not required for existing installations in 
accordance with 33.2.3.5.5. 

IMPRACTICAL 
Where an automatic sprinkler system is installed, 
for either total or partial building coverage, the 
system is in accordance with Section 9. 7 and 
activates the fire alarm system in accordance with 
33.2.3.4.1. The adequacy of the water supply is 
documented to the authority having jurisdiction. 
33.2.3.5.2. 

Exception No. 1: Not Applicable. 

Exception No. 2: In slow and impractical 
evacuation capability facilities, an automatic 
sprinkler system in accordance with NFPA 13D, 
Standard for the Installation of Sprinkler Systems 
in One and Two Family Dwellings and 
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Manufactured Homes, with a 30 minute water 
supply, is permitted. All habitable areas and 
closets are sprinklered. Automatic sprinklers are 
not required in bathrooms not exceeding 55 sq. 
ft., provided that such spaces are finished with 
lath and plaster or materials providing a 15 
minute thermal barrier. 

Exception No. 3: Not Applicable. 

Exception No. 4: Not Applicable. 

Exception No. 5: In impractical evacuation 
capability facilities up to and including four stories 
in height, systems in accordance with NFPA 13R, 
Standard for the Installation of Sprinkler Systems 
in Residential Occupancies up to and Including 
Four Stories in Height, are permitted. All 
habitable areas and closets are sprinklered. 
Automatic sprinklers are not required in 
bathrooms not exceeding 55 sq. ft., provided that 
such spaces are finished with lath and plaster or 
materials providing a 15 minute thermal barrier. 

Exception No. 6: Initiation of the fire alarm system 
is not required for existing installations in 
accordance with 33.2.3.5.5. 
This Standard is not met as evidenced by: 
Based on observation and interview, the facility 
failed to ensure that automatic fire suppression 
system sprinkler pendants were maintained free 
of obstructions such as paint in accordance with 
NFPA 25. Failure to keep sprinkler pendants free 
of paint or other obstructions that could result in a 
lack of system performance during a fire event. 
This deficient practice affected all clients, staff 
and visitors on the date of the survey. The facility 
is licensed for 8 ICF/ID beds and had a census of 
8 on the day of the survey. 

FORM CMS-2567(02-99) Previous Versions Obsolete 

ID 
PREFIX 

TAG 

K0056 

PROVIDER'S PLAN OF CORRECTION 
(EACH CORRECTIVE ACTION SHOULD BE 

CROSS-REFERENCED TO THE APPROPRIATE 
DEFICIENCY) 

(XS) 
COMPLETION 

DATE 

FGCC21 If continuation sheet Page 4 of 6 



DEPARTMENT OF HEALTH AND HUMAN SERVICES 
CENTERS FOR MEDICARE & MEDICAID SERVICES 

STATEMENT OF DEFICIENCIES 
AND PLAN OF CORRECTION 

(X1) PROVIDER/SUPPLIER/CUA 
IDENTIFICATION NUMBER: 

13G062 

(X2) MULTIPLE CONSTRUCTION 

A. BUILDING 03 - ENTIRE BUILDING 

B. WING _________ _ 

Printed: 07/26/2016 
FORM APPROVED 

OMB NO 0938-0391 

(X3) DATE SURVEY 
COMPLETED 

07/18/2016 

NAME OF PROVIDER OR SUPPLIER 

COMMUNICARE, INC #8 LINCOLN 
STREET ADDRESS, CITY, STATE, ZIP CODE 

1128 N LINCOLN 
JEROME, ID 83338 

(X4) ID 
PREFIX 

TAG 

SUMMARY STATEMENT OF DEFICIENCIES 
(EACH DEFICIENCY MUST BE PRECEDED BY FULL REGULATORY 

OR LSC IDENTIFYING INFORMATION) 

K0056 Continued From page 4 
Findings include: 

During the facility tour conducted on July 18, 
2016 from approximately 11 :OO AM to 12:30 PM, 
observation of the fire suppression system 
pendants revealed the sprinkler pendant in the 
hall ceiling outside the south bathroom revealed 
the pendant was obstructed with non-factory 
applied paint. 

When asked about the painted sprinkler pendant, 
staff on duty stated they were not aware of the 
condition prior to the date of the survey. 

Actual NFPA standard: 

9.7.5 Maintenance and Testing. 
All automatic sprinkler and standpipe systems 
required by this Code shall be inspected, tested, 
and maintained in accordance with NFPA 25, 
Standard for the Inspection, Testing, and 
Maintenance of Water-Based Fire Protection 
Systems. 

NFPA25 
2-2 Inspection. 
2-2.1 Sprinklers. 
2-2.1.1* 
Sprinklers shall be inspected from the floor level 
annually. Sprinklers shall be free of corrosion, 
foreign materials, paint, and physical damage and 
shall be installed in the proper orientation (e.g., 
upright, pendant, or sidewall). Any sprinkler shall 
be replaced that is painted, corroded, damaged, 
loaded, or in the improper orientation. 
Exception No. 1 *: Sprinklers installed in 
concealed spaces such as above suspended 
ceilings shall not require inspection. 
Exception No. 2: Sprinklers installed in areas that 
are inaccessible for safety considerations due to 
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process operations shall be inspected during 
each scheduled shutdown. 
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The facility Is a single story type V (000) building 
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Installed. Currently the building Is llcensad for 8 
ICF/ID beds. 

The following deficiencies were cited during Iha 
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LIFE SAFETY CODE, 2000 Edition, Chapter 33, 
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, lmpractfcal Evaoua.tlan Capablllty Jn accordance 
with 42 CFR 463.470 0) and I DAPA 16.0a. 11, 
Intermediate Care Facilities for People With 
lnteUectual Disabilities (ICF/ID's). 

The survey was conducted by: 

Sam Burbank 
Healt,h Facility Surveyor 
Facility Flre Safety and Construction ''•'I 
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MM322 18.03; 11740 Fire, Life Safety· Existing Faclllty MM322 

All bullcllngs on the premises of an ICFllD must 
meet all the requirements of local, state, and 
national codes concerning fire and llf e safety 

• standards that are applicabla to ICFs/JD. 
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